
Safety: 
Isolate system to be worked 

on. Lock-out and tag-out 
system machines.
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Review compressed air, gas, or 
steam system layout/drawings.
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Sweep target area from left to right 
and top to bottom.
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Bleed off any excess 
system pressure.
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Pinpoint the exact location of the 
leak by moving closer to the source, 

if safe to do so.
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Manage your reflections:
Verify that the true source of the leak 

is being detected rather than false 
signals being reflected off nearby 

objects or walls.
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Generate a report showing 
the number of leaks found 

through the inspection.

Repair defect to eliminate leak.
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Leaks are identified on screen as a 
colorful bright spot.
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Once system is back in service re-
survey the area to verify the leak has 

been successfully repaired.
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Locate pipes, valves and fittings 
within the target area.
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Safety:  
Check safety policies.  

Check work environment 
for hazards.
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Equipment Check:
	1.	 Personal Protective Equipment (PPE)
	2.	Ultrasound Imaging instrument
	3.	Headphones (Optional/May be 

required for safety)
4.	Tags and marker/pen
5.	Defect log
6.	Flashlight

Check gauges for 
expected pressures. 
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Select ideal location that allows you 
to scan target area safely.

Adjust survey distance setting (auto 
or manual input) accordingly.

Reduce distance setting as you 
approach leak. Maintain minimum 

distance as listed in instrument 
specifications.

Verify leak location.

Notify supervision and operations 
that repair task is complete.

Record your findings by capturing 
an image or video of the source.
Note: Digitally tag the file by text 

or audio on the device

Adjust cost calculation on the 
system to match application 
(distance, gas type, cost/hr)

Select scene that matches 
application at hand with its 
respective frequency range.

Place a leak tag, if (and only if!) safe to 
do so detailing the value of the leak.
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